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m FIRST FLOOR DEMO. & CONSTRUCTION PLAN
____________ :g/ @ SCALE: 1/8" = 1-0
[~ 343A2C1A22A-10 )
| STALL NEW 20A BKR DESIGN CRITERIA
l 2#12“26) SHEELHOTES 40. PROVIDE THE 20 MIN. RATED DOOR IN THE CORRIDORS WITH
| (D 4114 T0 (N) SHOKE DETECTORS IN (£) ZONE 1805, ) SELF—CLOSI;lG DEVICES. (DELETE IN FAVOR OF ALTERNATE SCHEME:
| L RE: TLE 1).
| 1 200 C ® ,(\?DEP)ML%]DSZ: PR i 2081/120V, 35, M. 41, FIRE STOP THE CABLE TRAY PENETRATIONS THROUGH THE CORRIDOR
| WALLS AT RMS. 105 )AND 112. (DELETED IN FAVOR OF ALTERNATE
SCHEME: RE: TITLE 1).

| &  oam 42 INSTALL ILLUMINATED EXIT SIGNS AS REQUIRED TO PROPERLY IDENTIFY
| 297 ® BXIT PATHWAYS.

DELETED
| APPROVE ALTERNATE DESIGN CRITERIA
| (O 1:]

A DEVELOP ALTERNATE EXMING SCHEMES. INIIAL FIELD SURVEY. ADDITIONAL VISIT
| ® oEE®D WITH LBL FIRE MARSHAL, ADDITIONAL VISIT WITH PM AND PA. PRVIDE 1 HR.
T OCCUPANCY SEPARATION, SMOKE DETECTOR, ADD FIRE RETARDANT TO COMBUSTIBLES
IN OFFICE. CORRIDOR.
l @ PROVIDE 4° SQUARE BOX ABOVE CEILING AND CONDUIT/WIRING n B. FIRE DAMPER DUCT WORK.
T0 THE DOOR TRACK BULT-IN SHOKE DETECTOR.  SEE DETAL 2.
— C. ADD ONE (1) MANUAL PULL STATIONS. REWORK LIGHTING
(8  EXTEND (E) FIRE ALARM MANUAL PULLSTAION AND POWER.
ZONE 1805 TO NEW DEVCE. SEE SHEET
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